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THIS ANALYSIS IS BASED ON COMPUTER DATA DERIVED
FROM A FIXTURE TESTED BY AN INDEPENDENT TESTING
LABORATORY IN ACCORDANCE WITH ILLUMINATING
ENGINEERING SOCIETY APPROVED METHODS & UNDER
CONTROLLED CONDITIONS.
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Mounting Height=15ft

Techlight LSBW - 147 Watt

258 MAIN STREET-READING, MA

3D RENDERING-PLAN VIEW

Scale: 1 inch= 16 Ft.

MAIN   STREET

SBDH(FND)

P
I
N
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E
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V
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.

STAR ROAD

N/F MATHIEW EURIECK

AND EMILY MODOUNO

AND EMILY MODOUNO

N/F JENNIFER KILLEEN

N/F RICHARD M. CARTER

N/F JOYCE M KEHOE

I=88.58

0.6' TO LOT
CORNER

S
SMH
RIM=98.35 SIDEWALK

EXISTING  6'

SIDEWALK

EXISTING 6'

PROP. DUMPSTER ON
12'x12' CONC. PAD
ENCLOSED BY FENCE
(SEE DETAILS) &
SCREENED WITH
SHRUBS.

OUTDOOR TABLES AND
BENCHES AMONGST LAWN
AND SHADE TREES.

N/F MICHAEL C. FARRELL
AND LYNN M. FARRELL

TRUSTEES

SIDEWALK
EXISTING 6'

BUS-A

S-15ZONE LINE

LIMIT OF 30' ZONING TRANSITION

ZONE LINE ZONE LINE

BUILDING

COMMERCIAL

PROPOSED

MH: 15

.5

SA

.5

MH: 15

SA

.5

MH: 15

SA

SA

MH: 15

.5

.5

SA

MH: 15 .5

SA

MH: 15

SA

MH: 15

.5

1.31 0.60 3.08 2.94

3.10 2.16 1.58 0.77 5.02 4.47 3.41 3.40 3.67 4.12

4.60 3.01 1.93 0.94 3.75 3.34 3.20 3.38 4.35 4.82

4.65 3.10 1.96 0.97 2.66 2.42 2.75 2.98 3.39 4.03

3.26 2.28 1.66 0.83 1.98 2.16 2.41 2.49 2.45 2.91

2.23 1.85 1.39 0.68 1.37 1.66 2.03 2.44 2.56 2.34

1.54 1.44 1.06 0.56 2.13 2.40 2.39 2.16 1.95 1.12

1.21 1.27 1.01 0.58 3.14 3.81 3.31 2.23 1.92 0.92

2.28 2.17 2.66 2.28 3.97 4.82 4.38 2.97 2.19 0.81

3.08 2.59 3.53 3.47 4.15 5.02 4.44 3.03 2.28 1.08 1.49 1.90 2.25 2.36 2.27 1.81 1.55 0.60

4.51 3.65 3.71 3.06 3.40 4.11 3.61 2.54 2.28 1.22 0.59 0.48 0.64

4.78 3.88 3.38 2.72 2.61 2.97 2.95 2.74 2.61 1.71 1.01 0.81 0.51

3.55 2.80 2.40 1.85 1.91 2.66 2.73 2.93 2.92 2.34 1.70 1.41 0.46

1.67 1.09 1.26 2.27 2.45 3.48 4.06 3.08 2.07 1.80

1.11 0.65 0.85 2.20 2.91 4.27 4.74 3.88 2.68 1.98

0.02 0.03 0.03 0.06 0.12 0.16 0.18 0.19 0.15 0.08 0.05 0.05 0.05 0.07 0.09 0.12 0.63 2.27 2.10 1.90 1.48 0.95 0.60 0.46 0.18 0.06 0.05 0.04 0.03 0.02 0.01 0.01

0.03 0.04 0.05 0.16 0.73 1.10 1.08 0.83 0.44 0.17 0.07 0.05 0.02 0.02 0.16 0.27 0.61 3.12 2.82 2.44 2.45 2.22 2.10 1.66 0.25 0.08 0.07 0.05 0.04 0.02 0.02 0.01

0.04 0.06 0.09 0.17 1.49 0.29 0.20 0.09 0.06 0.04 0.03 0.02

0.01 0.08 0.20 0.32 1.71 0.65 0.03 0.02 0.02 0.01 0.03 0.02

0.01 0.01 0.01 0.01 2.09 0.04 0.03 0.02 0.02 0.01 0.01 0.02

0.01 0.01 0.01 0.01 2.09 0.68 0.03 0.03 0.02 0.01 0.01 0.02

0.01 0.01 0.22 0.42 1.86 0.32 0.22 0.10 0.07 0.05 0.03 0.02

0.06 0.08 0.13 0.22 1.61 0.29 0.11 0.08 0.06 0.04 0.03

0.06 0.07 0.08 0.21 1.09 0.23 0.08 0.06 0.05 0.03 0.02

0.06 0.07 0.09 0.20 0.75 0.10 0.06 0.05 0.04 0.03 0.02

0.06 0.08 0.11 0.17 1.15 0.07 0.05 0.04 0.03 0.02 0.02

0.02 0.09 0.20 0.30 1.12 0.06 0.04 0.03 0.02 0.02 0.01

0.02 0.02 0.03 0.57 1.51 0.07 0.40 0.24 0.23 0.09 0.05 0.04 0.03 0.02 0.02 0.01

0.01 0.02 0.02 0.03 1.82 0.14 0.07 0.25 0.13 0.08 0.05 0.04 0.03 0.02 0.02 0.01

0.01 0.01 0.21 0.41 1.31 0.15 0.06 0.12 0.08 0.06 0.05 0.03 0.03 0.02 0.01 0.01

0.05 0.07 0.13 0.21 1.14 0.14 0.06 0.04 0.07 0.05 0.04 0.03 0.02 0.02 0.01 0.01

0.04 0.05 0.07 0.15 0.93 0.12 0.05 0.03 0.05 0.04 0.03 0.02 0.02 0.01 0.01 0.01

0.03 0.04 0.05 0.09 0.24 0.54 0.09 0.04 0.05 0.04 0.03 0.02 0.02 0.01 0.01 0.01 0.01

0.02 0.03 0.03 0.04 0.06 0.17 0.06 0.04 0.03 0.03 0.02 0.02 0.02 0.01 0.01 0.01 0.01

0.02 0.02 0.03 0.03 0.03 0.06 0.05 0.04 0.03 0.02 0.02 0.02 0.01 0.01 0.01 0.01

0.01 0.02 0.02 0.02 0.02 0.05 0.04 0.03 0.02 0.02 0.02 0.01 0.01 0.01 0.01 0.01

0.01 0.01 0.01 0.02 0.02 0.05 0.04 0.03 0.02 0.02 0.01 0.01 0.01 0.01 0.01 0.01 0.01

0.01 0.01 0.01 0.01 0.01 0.02 0.02 0.02 0.03 0.03 0.04 0.04 0.02 0.01 0.01 0.04 0.04 0.03 0.02 0.02 0.01 0.01 0.01 0.01 0.01 0.01 0.01 0.01

0.01 0.01 0.01 0.01 0.01 0.01 0.02 0.02 0.02 0.02 0.03 0.03 0.03 0.01 0.03 0.03 0.02 0.02 0.02 0.01 0.01 0.01 0.01 0.01 0.01 0.01 0.00 0.00

Calculation Summary

Label CalcType Units Avg Max Min Avg/Min Max/Min

Parking Lot Illuminance Fc 2.48

Luminaire Schedule

Symbol Qty Label Arrangement LLF Description Lum. Watts

5.02 0.46 5.39 10.91

Spill Light Illuminance Fc 0.19 3.12 0.00 N.A.

7 SA SINGLE 0.850 Techlight LSBW-3-N-8-T4-B 147

Luminaire Location Summary

LumNo

N.A.

Label X Y Z Orient Tilt

1 SA -13.5 55 15 180 0

2 SA -59.1 124.1 15 270 0

3 SA -77.5 42.1 15 0 0

4 SA -201.6 61.1 15 0 0

5 SA -200.1 142.2 15 0 0

6 SA -112.2 183.6 15 270 0

7 SA -139.6 117.6 15 90 0
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SOUTHEAST CORNER NORTHEAST CORNER

NORTHWEST CORNER SOUTHWEST CORNER

258 MAIN STREET-3D RENDERINGS


